ANALYTICAL RESULTS: Haloacetic Acids by EPA 552.2, Rev 1 Page 1 of 1
Customer: Bad River Water & Sewer Dept NLS Project: 185031 PO # 152287
Project Dascription: Drinking Water Samples
Project Title: Template: 552DW Printed: 09/28/2012 08:11
| Sample: 684148 New Odanah - DBP _ Collected: 09/18/12 _ Analyzed: 09/26/12 - |
ANALYTENAME = = __RESULT  UNITS = DL Lob Q. MCL _ Note
| Dibromoacetic acid - o 35 gl o 0.092 0.31 ‘ - -
‘ Dichloroacetic acid ND ug/l 1 0.51 1.7 . B
‘ Total Haloacetic Acid (HAAS) 3.8 ugiL 1 60 e e
_Moncbromoacetic acid -- [0.30] ug/L 1 027 090 e
Monochloroacetic acid ND ug/L 1 040 13 — o )
. Trichloroacetic acid ND ugit 1 0.15 051 e e
1.2.3-Dibromopropionic Acid (SURR) L B o oo v . S
NOTES APPLICABLE TO THIS ANALYSIS:
§ = This compound is a surrogate used to evaluate the quality control of a method.
| Sample: 684149 Birch Hill - DBP _ Collected: 09/18/12  Analyzed: 09/26/12 - | Il
ANALYTENAME .. RESWT  UNTS DL LoD 0@ mMcL _Note
| Dibromoacetic acid _ 31 ugll I 06.092 o B
| Dichloroacetic acid . ND ug/L 1 0.51 1.7 . ;
' Total Haloacetic Acid (HAAS) _ 3.1 ug/t 1 60 o
; Monobromoacetic acid ] ND ug/L 1 b2z 090 e
Monochloroacetic acid - _ ND ug/l 1 0.40 1.3 . e
- Trichlgroacetic acid ) ND ugh 1 0.15 051 e
: 2,3-Dibromapropionic Acid (SURR)_ 7 I 1 ‘ . S £
NOTES APPLICABLE TO THIS ANALYSIS:
§ = This compeund is a surrogate used 10 evaluate the quality control of a method.
[ Sample: 684150  Franks Field - DBP _ Collectad: 09/18/12 Analyzed: 09/26/12 - I
ANALYTE NAME S . ... . RESWT  UNTS DL LD LOQ  McL Note
. Dibromoaceti acid o [0.22] ugiL 1 0.092 0.31 L e ;
. Dichloroacetic acid . L ND ug/L 1 0.51 1.7 e G
 Total Haloacetic Acid (HAAS) L . 0.22 ugfL 1 _ 60 o L -
 Menobromoacetic acid _ ND ugit A1 0.27 0.90 . e e
: Moneochloroacetic acid B ND ugiL 1 0.40 13 o .
- Trichloroacetic acid e - ND ugiL 1 0.15 0.51 e e
! 2,3-Dibromopropionic Acid (SURR) 80% L _

NOTES APPLICABLE TO THIS ANALYSIS:
§ = This compound is a surrogate used to evaluate the quality control of a method.



